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Warranty and Support

To obtain fast and simple support for your VirtualSCADA VS1-MT product visit our website or
contacts us.

Product return

If you experience any problems with a VirtualSCADA VS1-MT device and wish to have it repaired or
exchanged, follow these steps:

M Obtain a Product Return Number, PRN,

9 To get this number you will need to provide some information about the problem you have,
contact information etc.

T Print tAeckmdwRINedge si daesdogaherdvithdhe produci.t t o
Make sure the PRN is visible on the outside of the package, and that the delivery is pre-paid,
otherwise the delivery will not be accepted by us. Also provide documentation of original
purchase.

1 If the faulty product is covered by the 12-month warranty, we will repair or exchange the unit
and return it within four weeks. If the product is not covered by Warranty we will advise a cost
estimation for repairing the unit.

Out standard terms and conditions apply for this product.
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Terminology

Term Extract Description
VS1-MT VirtualSCADA VS1-MT VirtualSCADA VS Module
TCP/IP Transmission Control TCP (Transmission Control Protocol) is a set of rules used along with the
Protocol/ Internet Protocol Internet Protocol (IP) to send data in the form of message units between
computers over the Internet.
HTTP Hyper Text Transfer HTTP is a set of rules for exchanging files (text, graphic images, sound,
Protocol video, and other multimedia files) on the Web.
DHCP Dynamic Host Configuration | DHCP is a standard protocol that automates the process of configuring
Protocol network hosts by allowing hosts to obtain IP addresses and configuration
parameters
Gateway A device that makes it possible to transfer data between networks of
different kind, e.g. Modbus/RTU and Modbus/TCP.
Template Describes a Modbus slave device, as a collection of groups and
parameters.
Device A Modbus slave unit that is connected to the VS1-MT.

@ This symbol indicates important information or useful instructions on
how to use the product.

»-"'!‘x] This symbol indicates important information about the product.

www.motortronics.com
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1 About the VirtualSCADA VS1-MT Module

1.1 General

The VirtualSCADA VS1-MT is a module designed to provide a bridging function between Modbus/TPC
and MODBUS-RTU devices and also to handle alarm management, data-logging as well as providing
the user with a web-based interface for accessing data.

Some features
1 Graphical interface that is easy to work with.
1 Support for device templates to allow easy and flexible management of configurations.

1 Advanced modem handling, with support for GSM/GPRS modems as well as analog (PSTN)
modems.

Improved alarm handling, now with alarm history and SNMP support.

Language support.

|l

Support for sending log-files via email

Web Browser

http:// [ él—_@ﬁ ﬁgﬁ!;
ey

Modbus TCP

Modbus RTU / ASCII | | l I I I '

Modbus TCP Master
(SCADA, PLC etc)

www.motortronics.com
Page 5 of 54



M otortronics VS1 -MT

The VS1-MT module supports an RS232 connection through a 9-pole D-SUB or RS485 through a
screw terminal connector. It also supports 10/100Mbps Ethernet through a standard Ethernet
connector (RJ-45). The VS1-MT can be configured via a user-friendly web-interface or by using the
VirtualSCADA Configuration utility.

1.2 Mounting
AT Snap on B i Snap off

171 Snap the VS1-MT on to the DIN-rail (as shown in picture A above).
21 Connect the Ethernet cable to the RJ45 connector.

31 Connect the MODBUS RTU network to the D-SUB connector (RS232) or the screw terminal
connector (RS232/RS485).

47 Connect the Power Supply and apply power.

5"Now you can s Vidueal$CADAGomiguratioh ilityd t o conf i grassadt he |
other network settings. See section 2.1 for further information.

0

The default IP address of the VS1-MT is 10.200.1.1 Please change this IP-address to a valid
address on your network. Also, make sure not to power up more than one network attached
VS1-MT before the IP-address is changed or DHCP is enabled.

www.motortronics.com
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1.3 Connectors

1.3.1 Modbus RTU or Modem interface, RS232

The 9-pin D-SUB, male connector on the VS1-MT is a RS232 interface port. This port can be used to
connect to any equipment with a RS232 interface.

|\
L\
\.

6 (Male) -9
1 CD (Carrier Detect)
2 Rx (Receive)
3 Tx (Transmit)
4 DTR (Data Terminal Ready)
5 GND
6 DSR (Data Set Ready)
7 RTS (Request To Send)
8 CTS (Clear To Send)
9 RI (Ring Indicator)
PowerSupply Serial interface RS232/ RS485

www.motortronics.com
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1.3.2 Ethernet interface

The Ethernet interface supports 10/100Mbps, using a standard RJ-45 connector.

Serial interface

(D-SUB 9 pin, RS232) Ethernet interface

(RJ-45, 10/100Mbps)
1.3.3

The VS1-MT module can be powered by a 9-28V AC or DC power supply (2W).
DC Input voltage

Power supply connection

Power Supply
+ T24 Vin +
9-28VDC @
Power VSl
Supply
- @)| T23 vin-

AC Input voltage

Va1

Power Supply Power Supply
AC 24V AC @ | vin+ AC 24V AC /) | vin+
Line Voltage Line VYoltage
24V AC ; .
A {2: Vin- AC 24V AC (2} Win-
Earth Earth
Ground Ground

WWW.motortronics.com
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1.34 Digital inputs

The digital inputs available on the VS1-MT are opto-isolated, with the following input specifications:

Logic HIGH input: 107 24 VDC
Logic LOW input: 0 - 2VDC

The status of the inputs can be read in the VS1-MT Gateway Internal Registers (if enabled).
See section Appendix B for more information.

1.3.5 RS232/RS485 interface, Digital Inputs and Power Supply

Pin number | Function

24 Vin+ (Power supply)
23 Vin- (Power supply)
22 Digital input 2+

21 Digital input 1+

20 Digital input Common
19 No Connect

18 No Connect

17 RS232 Receive (Input)
16 RS232 Transmit (Output)
15 Common

14 RS485 Line A

13 RS485 Line B

RS485 Interface Connection:

MODBUS Device VS1 RS-485
A )| T4 A

vs1

B @)| 113 B

"-. IMPORTANT NOTE: IT IS NOT POSSIBLE TO USE THE RS-485 AT THE SAME TIME AS THE
(= ) RS-232 TERMINAL BLOCK INTERFACE

www.motortronics.com
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1.4 LED Indicators

E
RS-485 RS-232

VS1

irtualSCADA

www.virtualscada.com

Module Status @
Serial Link Sfatus @
Activity / Collision @

Link @

ETHERNET

LED description
Name Colour ‘ Function

Module Status OFF No power
Green Module is running in normal mode
Orange During boot-up

Serial Link Status

Flashing Green

Serial Packet received

Flashing Red

Serial Packet transmit

Orange

During boot-up

Ethernet
Activity/Collision

Flashing Green

Ethernet Packet received

Flashing Red Ethernet Collision detected

Link OFF No Ethernet Link detected
Green Ethernet network detected, 10Mbps
Orange Ethernet network detected, 100Mbps

WWW.motortronics.com
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2 Getting started

2.1 Configure the VirtualSCADA VS1-MT IP-address

21.1 About the VirtualSCADA Configuration utility

The VirtualSCADA Configuration Utility is PC-based and configures the TCP/IP network settings in the
VS1-MT. This utility has the ability to scan the Ethernet network for connected VS1-MT modules and
let the user set IP-address, net mask, gateway, DNS and hosthame for each unit.

2.1.2 Installation

System Requirements

1 Windows 2000/XP/VISTA/7

1 Pentium 133 MHz or higher

1 5 Mb of free space on the hard drive

1 Network Interface Card (Ethernet)

Installation Procedure
1 Using the CD-ROM: Run ASetup.exed and follow the instr

i From website: www.motortronics.com

2.1.3 Scanning for connected VS1-MT Modules

First ensure that you have connected the VS1-MT module that you want to install on the same
Ethernet network as the PC is connected to. Use standard Ethernet cables, straight-through or
crossover cable, depending on how you connect to the module. See the following diagrams for details.

Connecting the VS1-MT to a hub or Switch

51roigh1-ThrDUgh Cable i Hub/Switch
RJ45 Plug Pin 1 :

RJ45 Jack Cable Wiring | RJ4S Jack
Connector | Connector

Tx+ ] | Tt

Tx- 22— 2 | Tx-

R+ c JE— 3 | R+

Rx- R —" | Rx-

www.motortronics.com
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Connecting the VS1-MT directly to a PC

V&1

RJ45 Jack
Connector
Ta+

T~
R+

Fx-

Cross-Over Cable

RJ45 Plug Pin 1

Cable Wiring
] 3
2 &
3 e 1
& mmmm e 2

PC Ethernet interface

RJ45 Jack
Connector
R+

Rx-

Te+

Tx-

When the VirtualSCADA Configuration utility is started, it will scan the Ethernet network for

VirtualSCADA devices. All detected devices will be presented in a list in the main window. If you want
f or Scdndv ibaud £ ,0ny ou

t o

force a

new

scan

can

press

-
VirtualSCADA® Configurator

@]

%4

Scan Network  Open Device Website

VirtualSCADA Device List

Ly ]
£
Device Setup

File Literature Help

[=] VirtualSCADA Metwork

IP Address:

Subnet:

Gateway:

DHCP:[~|

Firmware:

MAC 1D:

= Product Type

192.168.16.99

255 265 255 0

0.0.0.0

OFF

3.30.2

00-30-11-FB-27-D7

VS1-MT

iy

| |

[ Check for update

www motortronics com

User Manuals

i =

IP Address: The IP address of the VS1-MT
Subnet: The subnet mask

Gateway: The default gateway
DHCP: Dynamically assigned IP address On/Off

Firmware: Firmware version
MAC ID: The Ethernet MAC address

#: Unit Number

Product Type: VirtualSCADA Product Type

WWW.motortronics.com
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Us e tlMmeenalDHCP Server Optiono located under the file menu to enable the
VirtualSCADA Configurator DHCP Server. This is useful when you DHCP settoi On o i n {

VS1-MT, but donot -demver availableloH @& network.

214 Changing IP settings

To change the IP settings on a detected VS1-MT, double-click on the VS1-MT module you want to

configure in the list of VS1-MT modules. This will open up a dialog where you can enter the desired IP

configuration.

To obtain the necessary information about IP address, subnet mask etc. please contact your network

administrator.

VirtualSCADA® Configurator . =]

JA{ ;I ) &3

Scan Network  Open Device Webste  Device Setup

Device Information

Mew Password:

l “Qancel H Vﬁet

| Check for update VirtualSCADA User Manuals www vitualscada.com

5 [ |

File Literature Help

IP Address: 192.168.16.99 DHCP: On Important:
Subnet Mask: 265000 sof  po ot set DHCE to ONifyou dont
Default Gateway: 0.0.0.0
I Primary DNS: 0.0.0.0
Secondary DNS: 0.0.0.0
Host Mame:
Password: Note: To make changes to the setup the correct password has to be entered.

',1 DONOTSETDHCPTO A QN0 YOU DONOG DHOPASERVER

/%% AVAILABLE ON THE NETWORK.

Host Name - Here you can enter the hosthame of your VS1-MT Module (optional).
IP Address - The IP address of the VS1-MT module.

Subnet Mask - The subnet mask

Default Gateway - The default gateway

Primary DNS - The primary Domain Name Server (optional)

Secondary DNS - The secondary Domain Name Server (optional)

The default password for autddmimd.i cati on

of

t

he

WWW.motortronics.com
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Pr es sSetdo g wil | Ithe YSH-WM3 ® reboot for the new settings to take affect.

o You can test the new settings by opening a web-browser and enter the IP you assigned to the

~—=-VS1-MT. If you selected DHCP and want to know what IP your VS1-MT has been assigned, you
can do a new scan with the VirtualSCADA Configuration Utility to view the new network
configuration.

2.2 Login

Open a web browser (Internet Explorer for example) and enter the IP address you have set on the
VS1-MT unit with the VirtualSCADA Configuration utility. For example, if you entered the address
192.168.16.99 then you should enter the text below in the address field of the browser and press
enter. Example: http://192.168.16.99, now you should see the login screen:

To be able to configure the VS1-MT e nt admin@® i n t-rfaree baxsarediadmind f or t he
password.

You can later change the default password to something else (recommended).

This will be described in section Users on page 36.

0

www.motortronics.com
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